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Plan Review Checklist 





CITY OF McCLEARY 
PLAN REVIEW CHECKLIST 


 


Project:  


For BASE MAP:  Sheet # of  Reviewed by: Date:  
 


  Comments Comments 


  North arrow in upper right    North arrow up or right   


 Scale 1" = 20', 30', or 50'    Scale under north arrow   


 Board of Adj. conditions met    Sheet size 24" x 36"   


          
 
 
 


For GRADING AND FILLING:  Sheet # of 
 


 Grading plan and site map    Adjacent to sensitive area   


 Is a buffer required?    Amount of yardage   


 Deepest fill    Highest cut   


 Ground cover (2 days Winter/7 days Summer)   Work schedule   


 Time limits    T.E.S.C.P.  


 Final E.S.C.P.    Existing and proposed 2-ft. contours  


 Final runoff control    Existing vegetation type/location  


 NPDES Permit         
 
 
 
 
 
 
 
 







PLAN REVIEW CHECKLIST 


Project:  


For STREETS:  Sheet # of Reviewed by: Date:  


 Existing Comments Comments 


 Existing R/W width shown     Existing pavement shown  


 Pavement type shown     Existing c&g and sw  


          
 
 Proposed 


 Does it match the comp plan    Wheel chair ramps   


 Catch basins in wheel chr rmp area    Smooth transition at ends     


 Transition stationing    How does it match exist. on sides  


 Cul-de-sad flow line detail    Crown to be 3%   


 Bull nose req. at end of c&g, sw    Exist poles, FH, etc in r/w   


 Sidewalk detail    Curb and gutter detail   


 Wheel chair ramp detail    Driveway detail   


 Street cross section details    R/w widths                 


 Curb and gutter type A-I    Centerline elevations   


 Sidewalk width to fit zone    2% -5% for exist st crown        


 Match or overlay note    Taper to existing               


 Buttons on taper        


 


For STREET LIGHTS:  Sheet # of  


 


 Existing lights and signs      Street name signs                  


 Dead end signs    Stop signs                    


 Sign detail    Light locations               


 Easements                         Details   


 Spec. sheet of materials        







PLAN REVIEW CHECKLIST 


Project:  


For STORM SEWER:  Sheet # of  Reviewed by: Date:  


 Existing Comments Comments 


 S.D. available    Where will runoff go   


 Protection for down stream    Existing S.D. shown     


 Pipe size shown                   Connection location & invert   


 C.B. invert & rim    Match the comp plan   


 Total drainage area addressed    Exist. swales and springs   


          
 
 Proposed 


 Offset from C/L    Plan view with profile below     


 Pipe size, slope, type, length    Adequate cover (3' for pvc)   


 Catch basin type, size, top type    C.B. IE & rim el. (plan & profile)  


 Max. depth for type I (5')    Type I frame = Oly #SM60   


 PVC bedding crushed rock    Conflicts w/other utilities   


 Ten (10') ft. fr/foundations      Station & offset to structures   


 No water over SW    Diff. pipe size .8 x Dia.        


 No CMP in R/W    Easements - access to CB's   


 Straignt line and grade           French drain (ground water? detail)  


 Note: mains to be T.V.'d    Details   ______________________________________________  


 Only type I or II CB in pkg lt & st         
 
 Detention ponds 


 Calculations, pond size    Orifice size   


 Clearence for overflow (6")    Restrictor M.H. detail   


 Slopes 4:1 inside 2:1 outside    Access to all structures   


 Bottom slopes 5% min    Hydroseed all slopes   


 Trash rack detail    Storage pipe sizes   


          







 
 


PLAN REVIEW CHECKLIST 


Project:  


For SANITARY SEWER:  Sheet # of  Reviewed by: Date:  
 


 Existing Comments Comments 


 Is sewer available?    Exist. SS shown on plan?   


 Pipe size/type?    Connection invert shown?   


 MH rim elev. shown    Offset from C/L   


          
 
 Proposed 


 Does it match the comp plan    Is the layout good   


 Will it serve up stream lots    MH at end of all lines   


 Conflicts w/other utilities    MH to be 5' from face of curb   


 Frame/lid weight 210#/150#    Clean outs at bldgs & streets    


 Lines in easements, access to MH's    Offset from C/L   


 Plan view w/profile below    Pipe size, slope, length & type   


 Cover ? 3'min PVC    MH type, size, eccentric cone   


 MH rim elev.    MH invert elev.   


 Angle in/out greater than 90 deg    MH detail shown   


 Drop MH detail?    Side sewer for each lot   


 Side sewer stationing    Side sewer detail   


 Side sewer 10' onto lot (pln & nt)    Side sewer 5' deep at P/L (note)  


 Side sewer pipe type (note)    Side sewer grade (note)   


 Note: mains to be T.V.'d    Max fall w/o drop = 24"   


 PVC bedding crushed rock    Svc 2x4 visable or no final accept.  


          
 
 
 







PLAN REVIEW CHECKLIST 


Project:  


For WATER:  Sheet # of  Reviewed by: Date:  


 Existing Comments Comments 


 Fire flow available    Match the comp plan   


 Existing valves    Main size & dist. fr. CL   


 Existing FH locat'n (sta & offset)    Ex. svc to be transfered?   


          
 
 Proposed 


 Distance from CL    Pipe size, length type (cl 50 DI)   


 Cover 42" r/w 48" easements    Min size 8" (excpt c-d-s)     


 Conflicts w/other utilities    Valving adequate, sizes shown   


 if exist 6"- upgrade to 8"     Backflow prevent'n domestic, fire  


 Backflow device detail    Single or double services     


 Service details    Meter size   


 Fire hydrant sta & offset     FH accepted by Fire Dept.   


 Stortz fitting    FH detail   


 Blow off assy. W/detail    12"valves butterfly only   


 Do we need P.R. Valves    Is an Air Relief valve needed   


          
 
 
 
 
 
 
 
 
 
 
 
 
 
 





